1. In paved areas, water line contractor to place 2 foot square concrete pad around each water valve after paving is complete. The pavement shall be full depth saw-cut for pad placement.

2. Valve boxes requiring over 2 additional bottom sections shall be extended using PVC pipe with a bottom and top section placed on top of the PVC pipe.

NOTES:

- 4" - 12" Valve Box Detail
- 2" - 3" Valve Box Detail

CONCRETE COLLAR TO BE USED IF PLACED WITHIN ASPHALT STREETS OR ASPHALT PARKING LOTS.

ASPHALT PAVEMENT

FULL DEPTH SAWCUT

6 1/2" - 6 13/16" MIN

7 1/8" - 7 5/8" MAX

SEAL EDGE W/ RUBBERIZED ASPHALT

TOOLED EDGE

MIN 1/16" - MAX 1/8"

VARIES

LID

BOTTOM

TOP

CONCRETE COLLAR TO BE USED IF PLACED WITHIN ASPHALT STREETS OR ASPHALT PARKING LOTS

CITY OF OWASSO, OKLAHOMA
PUBLIC WORKS DEPARTMENT
ENGINEERING DIVISION

REVISION BY DATE

05/05

STANDARD NO.

WAT-14